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1. REFER TO ROOM FINISH SCHEDULE FOR ADDITIONAL
FINISH DESIGNATIONS AND INFORMATION.
2. SEE Al-510 FOR FLOORING DETAILS AND TRANSITIONS
3. ALL GYPSUM SOFFITS (ABOVE RECEPTION DESKS) TO BE
PAINTED PT-2.
4. ALIGN FLOORING TO CENTER LINE OF DOOR (IN CLOSED
POSITION) OR TO FACE OF FINISHED WALL AS INIDCATED.
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WALL PROTECTION PLAN - SECOND FLOOR, AREA B

GENERAL NOTES

1.  ALL HANDRAILS AND CRASH RAILS SHALL TERMINATE
3" PRIOR TO ALL CORNERS OR DOOR FRAMES.

WALL PROTECTION LEGEND

1 BID OPTION 11/04/15
FINAL CORRECTED | 03/26/14
SET
100% FINAL DESIGN | 02/14/14
SUBMISSION
65% VE SUBMISSION | 11/25/13
65% SUBMISSION | 04/26/13
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NAVAL FACILITIES ENGINEERING COMMAND ~ NAVFAC WASHINGTON

DEPARTMENT OF THE NAVY
ATLANTIC

Walter Reed National Military Medical Center - Bethesday, Maryland
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INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR,
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1 4 5
ROOM FINISH SCHEDULE - LEVEL 1 CONT. ROOM FINISH SCHEDULE - LEVEL 1 CONT.
FLOOR WALLS CEILING FLOOR WALLS CEILING
NORTH EAST SOUTH WEST NORTH EAST SOUTH WEST
DEPARTMENT NO. NAME FINISH BASE FINISH FINISH FINISH FINISH FINISH NOTES DEPARTMENT NO. NAME FINISH BASE FINISH FINISH FINISH FINISH FINISH NOTES
0 - BUILDING COMMON 1B99A |CORR VCT-1 RB-1 - - - - ACT-4 7 - VISION SERVICES TEMP V3| 1C89 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1
0 - BUILDING COMMON 1B99B |CORR VCT-1 RB-1 - - - - ACT-4 7 - VISION SERVICES TEMP V3| 1C90 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1
0 - BUILDING COMMON 1B99C |CORR VCT-1 RB-1 - - - - ACT-4 0 - BUILDING COMMON 1C99A |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4
0 - BUILDING COMMON 1B99D |CORR VCT-1VCT-2 RB-1 - - - - ACT-4 0 - BUILDING COMMON 1C99B |CORR VCT-1VCT-2 RB-1 - - - - ACT-4
0 - BUILDING COMMON 1B99E |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4 0 - BUILDING COMMON 1C99C |CORR VCT-1 RB-1 - - - - ACT-4
0 - BUILDING COMMON 1B99F |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4 0 - BUILDING COMMON 1C99D |CORR VCT-1 RB-1 - - - - ACT-4 : S5 ORTION ToaE
0 - BUILDING COMMON 1B99G |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4 SEE IF-SERIES FOR PT-2 0 - BUILDING COMMON 1C99E |CORR VCT-1 RB-1 - - - - ACT-4 CINAL CORRECTED 1 03726714
LOCATIONS 0 - BUILDING COMMON 1C99F |CORR VCT-1 RB-1 - - - - ACT-4 SET
0 - BUILDING COMMON 1B99H |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4 ngAFTI?)?\IRSIES FOR PT-2 0 - BUILDING COMMON 1C99G |CORR VCT-1 RB-1 _ _ - - ACT-4 1OOZDUFBIIRI/I,‘;\§SEI)53IGN 02/14/14
0 - BUILDING COMMON 1C99H—|CORR _VCT-1 RB-1 > - - _—ACT-4 65% VE SUBMISSION | 11/25/13
0 - BUILDING COMMON 1B99J |CORR VCT-1/NVCT-2 RB-1 ACT-4 Egg*ﬁ_l%iFgES FOR PT-2 11)(0 BSLLSK:ZG;E?A'\;QA/?W 11 Dﬁg i;gﬂf EG \/\/ \/\/ CP-_I_\(\/ \g;\; v\/ _ \/ _v\/ \/_w W\/ _ \f . (§7T/1\/ \/w \/V - GSS/DEEEE:\QTSSSN O‘I‘D’f\iféi”
0 - BUILDING COMMON 1B99K |CORR VCT-1NVCT-2 RB-1 - - - - ACT-4 . : : = = = = :
7 - VISION SERVICES TEMP V3| 1D01B |TECH CUB VCT-1 RB-1 - - - - ACT-1
0 - BUILDING COMMON 1B99L |CORR VCT-1/VCT-2 RB-1 - - - - ACT-4
0 BUILDING COMMON 18E2 1ELEV 2 VT — - - - - - 7 - VISION SERVICES TEMP V3| 1D01D |TECH CUB VCT-1 RB-1 - - - - ACT-1
0 BUILDING COMMON BST ISTAREB - - - - - - - 7 - VISION SERVICES TEMP V3| 1D05 |STOR VCT-1 RB-1 - - - - ACT-3 -
7 - VISION SERVICES TEMP V3| 1CO00A |CLIN WAIT VCT-1NVCT-2 RB-1 - - - - ACT-4 7- VISION SERVICESTEMP V3| 1D12  |EQUIP STOR ver- RB-1 - - - - ACT-3 " .
7 - VISION SERVICES TEMP V3| 1D18 |EQUIP STOR VCT-1 RB-1 - - - - ACT-3
7 - VISION SERVICES TEMP V3| 1C00B |PEDS WAIT RM VCT-1/VCT-2 RB-1 - - - - ACT-4 = VISION SERVICES TEMP V3 | 1D20 TWAIT VoT2 RBA - - - - ACTA
7 - VISION SERVICES TEMP V3 | 1C00C | WAIT VCT-1VCT-2 RB-1 - - - - ACT-4 VISION SERVIGES TEMP V3 | 1D22 | ADMIN GFF VoT 1 RB1 = = = = ACTA “ '
7 - VISION SERVICES TEMP V3| 1C01 |RECEP VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1D24 |ADMIN OFF VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C02 |RECEP VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1D26 |ADMIN OFF VCT-1 RB-1 - - - - ACT-1 -
7 - VISION SERVICES TEMP V3| 1C03  |FILE GEN VCT-1 RB-1 - - - - ACT-1 - BUILDING COMMON D32 [ELEC BC VoTA RBA - - - - ACT3
7 - VISION SERVICES TEMP V3| 1C04 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 F—— g
S ION SERVIGES TEMP v | e0s— | STOR =M EQUIRTSE Lt i . . . . o 7 -VISION SERVICES TEMP V3| 1D91 | ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 N2 =l
7 - VISION SERVICES TEMP V3| 1D93 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C06 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
10~ PUBLIC TEMP V3 cor T TLTMULT ST STEA - - - - SYPPTE 7 - VISION SERVICES TEMP V3| 1D94 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 7
7 - VISION SERVICES TEMP V3| 1D95 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 9070 :
7 - VISION SERVICES TEMP V3| 1C08 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 REGISTERED
13- INFORMATION 1c09 oMM VoT 1 RB 1 = - - - ACT3 7 - VISION SERVICES TEMP V3| 1D96 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 .  SRCHITECT
MANAGEMENT TEMP V3 7 - VISION SERVICES TEMP V3| 1D97 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 /
7 -VISION SERVICES TEMP V3| 1C10 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 0 - BUILDING COMMON 1D93C |CORR VCT-1VCT-2 RB-1 - - - - ACT-4 %m-l—— Uf4f2l
7-VISION SERVICES TEMP V3 | 1C12 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 0- BUILDING COMMON 1D99F |CORR VET-ANCT-2 RB-1 - - - - ACT-4 e S RABHINEVEN.
7 - VISION SERVICES TEMP V3| 1C13 |OPTH PHOTO RM VCT-1 RB-1 - - - - ACT-1 o :
7 - VISION SERVICES TEMP V3| 1C14 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C15 |OPTH EXAM (OCT) VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C16 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C17 |OPTH EXAM (OCT) VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C18 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3 | 1C18A |SUB-WAIT VCT-2 RB-1 - - - - ACT-4
7 - VISION SERVICESTEMP V3| 1C19 |OPTH EXAM (OCT) VCT-1 RB-1 - - - - ACT-1
10 - PUBLIC TEMP V3 1C22 M TLT MULT PTF-1 PTB-1 - - - - GYP/PT-6 /¢
7 - VISION SERVICES TEMP V3| 1C23 |OPT/ TECH WK VCT-1 RB-1 - - - - ACT-4 ARCHITECTURE | ENGINEERING
10 - PUBLIC TEMP V3 1C24 |[F TLT MULT PTF-1 PTB-1 - - - - GYP/PT-6 & CONSULTING
7 - VISION SERVICES TEMP V3| 1C25 |OPT/ TECH WK VCT-1 RB-1 - - - - ACT-4 1101 KING STREET
7 - VISION SERVICES TEMP V3| 1C27 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 SUITE 400
7 - VISION SERVICES TEMP V3 | 1C28  |VIS FIELD VCT-1 RB-1 - - - - ACT-1 A XA R o oo 22314
7 - VISION SERVICES TEMP V3| 1C29 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C31 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
0 - BUILDING COMMON 1C32 |ELEC BC VCT-1 RB-1 - - - - EXPO APPROVED
7 - VISION SERVICES TEMP V3| 1C33 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C34 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3 1C35 EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 FOR COMMANDER NAVFAG
7 - VISION SERVICES TEMP V3| 1C36 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 ACTIVITY
7 - VISION SERVICES TEMP V3| 1C37 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C38 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7 - VISION SERVICES TEMP V3| 1C39 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 P ———
7 - VISION SERVICES TEMP V3| 1C40 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 T == Py VT
7 - VISION SERVICES TEMP V3| 1C41 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1
7-VISION SERVICES TEMP V3 | 1C42 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 s CHEMENJU/HILL
7 - VISION SERVICES TEMP V3 | 1C43  |VIS FIELD VCT-1 RB-1 - - - - ACT-1 SRUNCHNANACER N/A
10 - PUBLIC TEMP V3 1C44 |CONFLG CPT-1 RB-2 - - - - ACT-1 SHEF ENomRed ____TOM COX
7 - VISION SERVICES TEMP V3| 1C45 |VIS FIELD VCT-1 RB-1 - - - - ACT-1 5 Z-| o i
7 - VISION SERVICES TEMP V3| 1C46 |SIMRM-PH VCT-1 RB-1 - - - - ACT-1 z0O _§ S =
7-VISION SERVICES TEMP V3 | 1C47 |SUB-WAIT VCT-2 RB-1 - - - - ACT-4 2 ('_T) 5| < %
7 - VISION SERVICES TEMP V3| 1C48 |OPT/ TECH WK VCT-1 RB-1 - - - - ACT-4 Sz o S
7 - VISION SERVICES TEMP V3| 1C50 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 2T3 @ o
7 - VISION SERVICES TEMP V3| 1C51 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 x C<IE) £l T o)
7- VISION SERVICES TEMP V3 | 1C52 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 GENERAL FINISH NOTES INTERIOR FINISH CODE LEGEND z ;’f Y @)
7 - VISION SERVICES TEMP V3| 1C53 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 2 O gl @ w i
7 - VISION SERVICES TEMP V3| 1C54 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 § I© —
7 - VISION SERVICES TEMP V3| 1C55 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 E % g =0 '(7)
7 - VISION SERVICES TEMP V3| 1C56 |EYE LANE FLD ELEC VCT-1 RB-1 - - - — ACT-1 1. INTERIOR FINISH SELECTIONS CAN BE FOUND IN SECTION ACT ACOUSTICAL CEILING TILE 5 OZ |
7 - VISION SERVICES TEMP V3 | 1C57  |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 X 2?8%%%2%‘6%38 ?J%I_EiEI;:I)_l,iI;\JENORTH FOR DESIGNATION TZg E ol
7- VISION SERVICES TEMP V3 | 1C58 |EVE LANE FLD ELEC Vet RB-1 - - - - ACT-1 3. ALL WALLS TO BE PRE-DECORATED GYPSUM BOARD, AS CPT CARPET TILE S s = | !
7 - VISION SERVICES TEMP V3| 1C59 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 SPECIFIED. Z0OF <> | W
7 - VISION SERVICES TEMP V3| 1C60 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 4. ALL PTB TO RECEIVE BRUSHED STAINLESS STEEL TRIM AT <ZE g oo 5'
7 - VISION SERVICES TEMP V3 | 1C61 |OPT/ TECH WK VCT-1 RB-1 - - - - ACT-1 gg?AFfE?’FINISHED EDGE TREATMENT. SEE SHEET Al-510, GYP GYPSUM Sz N | A
7 - VISION SERVICES TEMP V3| 1C62 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 5. ALLTILE. FLOOR TO BASE INSTALLATIONS, TO RECEIVE S ¢ wZ | W
7 - VISION SERVICES TEMP V3| 1C63 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 BRUSHED STAINLESS STEEL COVE TRIM AS SPECIFIED. SEE BT PAINT Qs = | L
7 - VISION SERVICES TEMP V3| 1C64 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 SHEET AI-510, DETAIL B1. (OF > O 8
7 - VISION SERVICES TEMP V3| 1C65 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 6. REFER TO AC-SERIES DRAWINGS FOR EXTENT OF GYPSUM O) o !
13 - INFORMATION 1C66 |COMM VCT-1 RB-1 - - - - ACT-3 CEILING AND SOFFITS. PTB PORCELAIN TILE, BASE < <N T
MANAGEMENT TEMP V3 7. THE FACE OF ALL GYPSUM SOFFITS TO BE PAINTED WITH E % (LB 2
PT-2, SEE REFLECTED CEILING PLANS FOR MORE DETAIL.
7 - VISION SERVICES TEMP V3| 1C67 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 8. FOR’F?_OORING TCRANS?TDNS?REFESTS AI-5(1)0. PTF PORCELAIN TILE. FLOOR L a § %
7 - VISION SERVICES TEMP V3 1C68 |SUB-WAIT VCT-2 RB-1 - - - - ACT-4 9. TILE FLOORING IN SHOWER DRESSING AREA ONLY, PRE- ’ Z >
7 - VISION SERVICES TEMP V3| 1C69 |EYE LANE FLD ELEC VCT-1 RB-1 - - - - ACT-1 FABRICATED SHOWER PANS TO BE INSTALLED PER O) wo | =
10 - PUBLIC TEMP V3 1C70  [MTLT MULT PTF-1 PTB-1 - - - - GYP/PT-6 SPECIFICATION. RB RUBBER BASE z = E O
7 - VISION SERVICES TEMP V3| 1C71  |LASER TREAT SV-1 SV-1 - - - - ACT-2 0 ,_r') 8
10 - PUBLIC TEMP V3 1C72  |[F TLT MULT PTF-1 PTB-1 - - - - GYP/PT-6 RE STATIC DISSIPATIVE SHEET 2 Ll N .
7 - VISION SERVICES TEMP V3 1C73 LASER TREAT SV-1 SV-1 - - - - ACT-2 RUBBER FLOORING AND BASE z = o N
7 - VISION SERVICES TEMP V3 | 1C83A |RES CUB VCT-1 RB-1 - - - - ACT-4 s = L hd
7 - VISION SERVICES TEMP V3 | 1C83B |RECEP VCT-1 RB-1 - - - - ACT-4 sV SHEET VINYL s (<-() ? O
7 - VISION SERVICES TEMP V3 | 1C83C |RES CUB VCT-1 RB-1 - - - - ACT-4 EW | S o0
TN services T va) 1w mescue L S 2|8 U
- - - - - - - - EE > Z < Z
7 - VISION SERVICES TEMP V3 | 1C83F |RES CUB VCT-1 RB-1 - - - - ACT-4 a <ZE =1 %) =
7 - VISION SERVICES TEMP V3 | 1C83G |RES CUB VCT-1 RB-1 - - - - ACT-4 c <<] Z
7 - VISION SERVICES TEMP V3 | 1C83H |RES CUB VCT-1 RB-1 - - - - ACT-4 SCALE: 1/8" = 1-0"
7 - VISION SERVICES TEMP V3| 1C84 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 EPROJECT NO: 1151333
7 - VISION SERVICESTEMP V3| 1C85 |STLNG VCT-1 RB-1 - - - - ACT-1 CONSTR. CONTR NO.
0 - BUILDING COMMON 1C85A |VEND MACH VCT-1 RB-1 - - - - ACT-1 N62470-09-D-9044
7 - VISION SERVICES TEMP V3 1C86 PVT OFF COMD EEO VCT-1 RB-1 - - - - ACT-1 NAVFAC DRAWING NO.
7 - VISION SERVICES TEMP V3 | 1C87 |ADMIN OFF SYST FURN VCT-1 RB-1 ~ ~ ~ ~ ACT-1 13065923
7 - VISION SERVICES TEMP V3| 1C88 |ADMIN OFF SYST FURN VCT-1 RB-1 - - - - ACT-1 Py

7600V
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	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2

	2047 IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	2048 IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	2053 IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	2054 IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
	A-101-C4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C4
	A-101-D1-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D1
	A-101-D2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA D2
	A-101-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR OVERALL
	A-102-B2-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR AREA B2
	A-102-V - ARCHITECTURAL - FLOOR PLAN - SECOND FLOOR OVERALL
	A-103-V - ARCHITECTURAL - FLOOR PLAN - ROOF
	A-201-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-202-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-203-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-204-V - ARCHITECTURAL - EXTERIOR ELEVATIONS
	A-301-V - ARCHITECTURAL - BUILDING SECTIONS
	A-401-V - ARCHITECTURAL - ENLARGED ELEVATOR PLANS AND SECTIONS
	A-402-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-403-V - ARCHITECTURAL - ENLARGED STAIR PLANS AND SECTIONS
	A-431-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-432-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-438-V - ARCHITECTURAL - INTERIOR ELEVATIONS
	A-602-V - ARCHITECTURAL - DOOR SCHEDULE
	AC-101-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA B
	AC-101-C-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA C
	AC-101-D-V - ARCHITECTURAL - REFLECTED CEILING PLAN - FIRST FLOOR AREA D
	AC-102-B-V - ARCHITECTURAL - REFLECTED CEILING PLAN - SECOND FLOOR AREA B
	AG-101-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA B
	AG-101-C-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA C
	AG-101-D-V - WAYFINDING - ROOM_REG LOCATION PLAN - FIRST FLOOR AREA D
	AG-102-B-V - WAYFINDING - ROOM_REG LOCATION PLAN - SECOND FLOOR AREA B
	AG-111-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA B
	AG-111-C-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA C
	AG-111-D-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - FIRST FLOOR AREA D
	AG-112-B-V - WAYFINDING - LIFE SAFETY LOCATION PLAN - SECOND FLOOR AREA B
	AG-601-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR
	AG-602-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	AG-603-V - WAYFINDING - ROOM_REG MESSAGE SCHEDULE - FIRST FLOOR (CONTINUED)
	I-602-V - INTERIORS - ROOM FINISH SCHEDULE - FIRST FLOOR CONT.
	IF-101-B2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA B2
	IF-101-C3-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C3
	IF-101-C4-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA C4
	IF-101-D1-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D1
	IF-101-D2-V - INTERIORS - FURNITURE PLAN - FIRST FLOOR, AREA D2
	IF-102-B2-V - INTERIORS - FURNITURE PLAN - SECOND FLOOR, AREA B2
	IN-101-B-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA B
	IN-101-C-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA C
	IN-101-D-V - INTERIORS - FLOOR PATTERN PLAN - FIRST FLOOR, AREA D
	IP-101-B-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA B
	IP-101-C-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA C
	IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	IP-102-B-V - INTERIORS - WALL PROTECTION PLAN - SECOND FLOOR, AREA B
	Q-101-B2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA B2
	Q-101-C3-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C3
	Q-101-C4-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA C4
	Q-101-D1-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D1
	Q-101-D2-V - EQUIPMENT - FLOOR PLAN - FIRST FLOOR AREA D2
	Q-102-B2-V - EQUIPMENT - FLOOR PLAN - SECOND FLOOR AREA B2


	2055 IP-101-D-V - INTERIORS - WALL PROTECTION PLAN - FIRST FLOOR, AREA D
	Sheets
	A-10C-V - ARCHITECTURAL - FLOOR PLAN - CRAWLSPACE OVERALL
	A-101-A2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A2
	A-101-A4-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA A4
	A-101-B2-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA B2
	A-101-C3-V - ARCHITECTURAL - FLOOR PLAN - FIRST FLOOR AREA C3
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